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Please Note
  Some people may be more vulnerable to contaminants 
in drinking water than the general population.  Immuno-
compromised persons such as persons with cancer undergoing 
chemotherapy, persons who have undergone organ transplants, 
people with HIV/AIDS or other immune system disorders, some 
elderly, and infants can be particularly at risk from infections.  
These people should seek advice about drinking water from 
their health care providers.  EPA/CDC guidelines on appropri-
ate means to lessen the risk of infection by cryptosporidium 
and other microbiological contaminants are available from the 
Safe Drinking Water Hotline (800-426-4791).

Este informe contiene 
informacion muy 
inportante sobre 
su agua de beber.  
Traduzcalo o hable con 
alguien que lo entienda 
bien.   
 
(This report contains  
very important 
information about your 
drinking water.  Translate 
it or speak to someone 
who understands it.)
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 THE NORTH FAYETTE COUNTY MUNICIPAL AUTHORITY  PWSID: 5260019
 We’re pleased to present to you this year’s Annual Drinking Water 
Quality Report.  This report is designed to inform you about the qual-
ity water and services we deliver to you every day.  Our constant goal 
is to provide you with a dependable supply of high quality drinking 
water.  We want you to understand the efforts we make to continually 
improve the water treatment process and protect our water resources.
Source of Water
 Our water source is surface water from the Youghiogheny River.  
The water is treated at our Filtration Plant located just south of Con-
nellsville along the river.  In an effort to identify potential sources of 
contamination to our water supply, the NFCMA actively participated 
with the PADEP to complete a Source Water Assessment and Protec-
tion Program.  The Assessment has found that our source is poten-
tially most susceptible to contamination from agricultural runoff, 
industrial and railroad activities, and mine acid runoff.  Overall, 
our source has a high risk of significant contamination.  Complete 
reports were distributed to municipalities, water supplier, local plan-
ning agencies and PADEP offices.  Copies of the complete report are 
available for review at the PADEP Southwest Regional Office, Records 
Management Unit at 412-442-4000.  A summary report of the Assess-
ment is available on the Source Water Assessment & Protection Web 
page at (http://www.dep.state.pa.us/dep /deputate/watermgt/wc/Sub-
jects/SrceProt/SourceAssessment/default.htm).
Monitoring Your Water:
 The NFCMA routinely monitors for constituents in your drinking 
water according to Federal and State Laws. In order to ensure that 
tap water is safe to drink, the Environmental Protection Agency 
(EPA) and the Pennsylvania Department of Environmental Protec-
tion (PADEP) prescribe regulations that limit the number of certain 
contaminants in water provided by public water systems. Food and 
Drug Administration (FDA) and PADEP regulations establish limits for 
contaminants in bottled water which must provide the same protec-
tion for public health. The table in this report shows the results of our 
monitoring for the period of January 1st to December 31st, 2019. The 
State allows us to monitor for some contaminants less than once per 
year because the concentrations of these contaminants do not change 
frequently. Some of the data may be from prior years in accordance 
with the Safe Drinking Water Act. The date in the sample results table 

will be noted if it is from a prior year.
In 2019, NFCMA conducted monitoring for Volatile Organic Chemi-
cals and Inorganic Chemicals. No detects were found in all samples 
collected other than those listed in the Test Results Table. In 2019, 
we also conducted monitoring for Lead and Cooper. All results came 
in well below the action levels as listed in the Test Results Table. In 
2019, the NFCMA sampled for a series of unregulated contaminants. 
Unregulated contaminants are those that don’t yet have a drinking 
water standard set by EPA. The purpose of monitoring for these con-
taminants is to help EPA decide whether the contaminants should 
have a standard. The results of this monitoring will be provided upon 
request.
NFCMA is required under the Long Term 2 Enhanced Surface Water 
Treatment Rule (LT2 - Round 2) to sample and analyze our drinking 
water source (raw water) for bacteriologic contaminants. In January 
2019, we sampled for 9 months for E. coli and Cryptosporidium, a 
protozoan that can cause gastrointestinal illness. There have been no 
occurrences where Cryptosporidium have been detected. This round 
of sampling concluded September 2019. In February 2019 we issued 
a Public Notice, which was sent to all of our customers, that stated 
that we received a Tier III violation for collecting TTHM and HAA5 
samples a day early in February 2018. Water quality was not affected 
by this action.
As our customers, you have a right to know that this data is available. 
If you are interested in examining the results, please contact the Fil-
tration Plant at 724-628-5710.
Educational Information:
 All sources of drinking water are subject to potential contaminants 
that are naturally occurring or man made.  Those contaminants can 
be microbes, organic or inorganic chemicals, or radioactive materials.  
Drinking water, including bottled drinking water, may be reasonably 
expected to contain at least small amounts of some contaminants.  
These sources of drinking water (both tap and bottled water) include 
rivers, lakes, streams, ponds, reservoirs, springs and wells.  As water 
travels over the surface of the land or through the ground, it dissolves 
naturally-occurring minerals and, in some cases, radioactive material, 
and can pick up substances resulting from the presence of animals or 
from human activity.
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We have learned through our monitoring 
and testing that some constituents have 
been detected.  It’s important to remem-
ber that the presence of these constituents 
does not necessarily pose a health risk.  
This report shows our water quality and 
what it means.  More information about 
contaminants and potential health effects 
can be obtained by calling the Environ-
mental Protection Agency’s Safe Drinking 
Water Hotline at 1-800-426-4791.
Maximum Contaminant Level’s or MCL’s 
are set at very stringent levels for health 
effects.  To understand the possible health 
effects described for many regulated con-
stituents, a person would have to drink 2 
liters of water every day at the MCL level 
for a lifetime to have a one-in-a-million 
chance of having the described health 
effect.
Information about Lead:
If present, elevated levels of lead can 
cause serious health problems, especially 
for pregnant women and young children.  
Lead in drinking water is primarily from 
materials and components associated with 
service lines and home plumbing.  The 
NFCMA is responsible for providing high 
quality drinking water, but cannot control 

the variety of materials used in plumbing 
components.  When your water has been 
sitting for several hours, you can minimize 
the potential for lead exposure by flushing 
your tap for 30 seconds to 2 minutes before 
using water for drinking or cooking.  If you 
are concerned about lead in your water, 
you may wish to have your water tested.  
Information on lead in drinking water, 
testing methods, and steps you can take 
to minimize exposure is available from the 
Safe Drinking Water Hotline or at http://
www.epa.gov/safewater/lead.
Additional Information:
We constantly monitor for various con-
stituents in the water supply to meet all 
regulatory requirements.  As you can see by 
the table in this report, our system had no 
water quality violations and we are pleased 
to report that our water meets Federal and 
State requirements.  We did, however, 
have a reporting violation for one of our 
required copper samples.  The lab that was 
contracted to analyze the sample reported 
the results to the PADEP two days late.  We 
have discussed this incident with the lab 
and will pay closer attention in the future 
so that all results are reported as required. 
Thank you for allowing us to continue 

providing your family with clean, quality 
water this year.  In order to maintain a safe 
and dependable water supply we some-
times need to make improvements that 
will benefit all of our customers.  These 
improvements are sometimes reflected as 
rate structure adjustments.  Thank you for 
your understanding.
If you have any questions about this report 
or your water utility, please contact our 
General Manager, Bob Softcheck, at our 
Business Office at 724-626-1211 from 
8:00 a.m. to 4:30 p.m.  For emergencies 
after normal business hours, please call 
724-628-5710 or 438-7361.  We want our 
valued customers to be informed about 
their water utility.  If you want to learn 
more, please attend any of our regularly 
scheduled meetings.  They are held on the 
fourth Tuesday of each month at 7:00 p.m. 
at our Business Office, which is located at 
1634 University Drive (Rt. 119) in Dunbar.
We at the North Fayette County Municipal 
Authority work around the clock to pro-
vide top quality water to every tap.  We ask 
that all our customers help us protect our 
water sources, which are the heart of our 
community, our way of life and our chil-
dren’s future.

Additional Information about your drinking water.



Microbial contaminants, such 
as viruses and bacteria, which 
may come from sewage treat-
ment plants, septic systems, 
agricultural livestock operations, 
and wildlife.

Inorganic contaminants, such 
as salts and metals, which can 
be naturally-occurring or result 
from urban runoff, industrial or 
domestic wastewater discharges, 
oil and gas production, mining 
or farming.

Pesticides and herbicides, 
which may come from a variety 
of sources such as agriculture, 
urban runoff, and residential 
uses.

Organic chemical contami-
nants, including synthetic 
and volatile organic chemicals, 
which are byproducts or indus-
trial process and petroleum pro-
duction and mining activities.

Radioactive contaminants, 
which can be naturally-occur-
ring or be the result of oil and 
gas production and mining 
activities.

Contaminants that may 
be present in source 

water include:

In the following table you will find many 
terms and abbreviations you might not be 
familiar with. To help you better under-
stand these terms we’ve provided the fol-
lowing definitions:

Non-Detects (ND)
- laboratory analysis indicates that the con-

taminant is not present at a detectable 
level.  

Not Applicable (N/A) 
- Information not applicable or required.

Parts per million (ppm) or
Milligrams per liter (mg/L) 
- one part per million corresponds to one 

minute in two years or a single penny in 
$10,000.

Parts per billion (ppb) or 
Micrograms per liter (µg/L)
- one part per billion corresponds to one 

minute in 2,000 years, or a single penny 
in $10,000,000. 

Nephelometric Turbidity Unit (NTU) 
- nephelometric turbidity unit is a measure 

of the clarity of water. Turbidity in excess 
of 5 NTU’s is just noticeable to the aver-
age person.

Action Level (AL) 
- the concentration of a contaminant 

which, if exceeded, triggers treatment or 
other requirements which a water system 
must follow.  

Treatment Technique (TT)
- A treatment technique is a required pro-

cess intended to reduce the level of a con-
taminant in drinking water.

Note: Adequate removal of TOC may be necessary to control unwanted formation of chlorination by-products. Naturally occurring organic 
matter present in the source water can react with the disinfectants used at the treatment plant to form these by-products.

 

 

 

 

 

Definitions: 
 In the following table you will find many terms and abbreviations you might not be familiar with.  To help you 
better understand these terms we've provided the following definitions:  
NNoonn--DDeetteeccttss  ((NNDD))  - Laboratory analysis indicates that the contaminant is not present at a detectable level.   
NNoott  AApppplliiccaabbllee  ((NN//AA)) - Information not applicable or required. 
PPaarrttss  ppeerr  mmiilllliioonn  ((ppppmm))  oorr  mmiilllliiggrraammss  ppeerr  lliitteerr  ((mmgg//LL))  - One part per million corresponds to one minute in two years or a single penny in $10,000. 
PPaarrttss  ppeerr  bbiilllliioonn  ((ppppbb))  oorr  mmiiccrrooggrraammss  ppeerr  lliitteerr  ((µµgg//LL))  - One part per billion corresponds to one minute in 2,000 years, or a single penny in $10,000,000.  
NNeepphheelloommeettrriicc  TTuurrbbiiddiittyy  UUnniitt  ((NNTTUU))  - Nephelometric turbidity unit is a measure of the clarity of water. Turbidity in excess of 5 NTU’s is just noticeable to the 
average person. 
AAccttiioonn  LLeevveell  ((AALL)) - The concentration of a contaminant which, if exceeded, triggers treatment or other requirements which a water system must follow.   
TTrreeaattmmeenntt  TTeecchhnniiqquuee  ((TTTT))  - A treatment technique is a required process intended to reduce the level of a contaminant in drinking water. 
MMaaxxiimmuumm  CCoonnttaammiinnaanntt  LLeevveell  - The “Maximum Allowed” (MCL) is the highest level of a contaminant that is allowed in drinking water.  MCLs are set as close to 
the MCLGs as feasible using the best available treatment technology. 
MMaaxxiimmuumm  CCoonnttaammiinnaanntt  LLeevveell  GGooaall  - The “Goal” (MCLG) is the level of a contaminant in drinking water below which there is no known or expected risk to 
health.  MCLGs allow for a margin of safety. 
MMaaxxiimmuumm  RReessiidduuaall  DDiissiinnffeeccttaanntt  LLeevveell  ((MMRRDDLL)) - The highest level of a disinfectant allowed in drinking water.  There is convincing evidence that addition of a 
disinfectant is necessary for control of microbial contaminants. 
MMaaxxiimmuumm  RReessiidduuaall  DDiissiinnffeeccttaanntt  LLeevveell  GGooaall  ((MMRRDDLLGG)) - The level of a drinking water disinfectant below which there is no known or expected risk to health.  MRDLGs do 
not reflect the benefits of the use of disinfectants to control microbial contaminants. 
MMiinniimmuumm  RReessiidduuaall  DDiissiinnffeeccttaanntt  LLeevveell  ((MMiinnRRDDLL)) - The minimum level of residual disinfectant required at the entry point to the distribution system. 
ppiiccooccuurriieess  ppeerr  lliitteerr  ((ppCCii//LL))  - A measure of radioactivity. 

Note: Adequate removal of TOC may be necessary to control unwanted formation of chlorination by-products.  Naturally 
occurring organic matter present in the source water can react with the disinfectants used at the treatment plant to form 
these by-products. 

 
TEST RESULTS 

Microbiological Contaminants 
Contaminant                            

(Unit of 
measurement) 

Violation     
Y/N 

Level 
Detected Range MCL MCLG Likely Source of Contamination 

Turbidity (NTU)  No 0.23 
5/12/19 

N/A 

TT = 1 NTU  
for a single measurent 

0 

Soil runoff 

100% TT = at least 95% of 
monthly samples 

<0.30 NTU 
Total Coliform 
Bacteria 

No 0 Positive 
(0 %) 

N/A >5% Positive Samples 0 Naturally present in the environment 

Total Organic 
Carbon [TOC] 
(% Removed) 

No Range 
35.0 

to 50.0 

See Note Required Removal 
35 

N/A Naturally present in the environment 

Volatile Organic Contaminants  
Contaminant                            

(Unit of 
measurement) 

Violation     
Y/N 

Level  
Detected Range MCL MCLG Likely Source of Contamination 

TTHM [Total 
Trihalomethanes] 
(ppb)                             

No 65.1 
See Note 

44.8 -  
85.3 

80 N/A By-product of drinking water 
chlorination 

HAA5 [Total 
Haloacetic Acids] 
(ppb) 

No 43.2 
See Note 

18.0 - 
    59.7 

60 N/A By-product of drinking water 
chlorination 

Maximum Contaminant Level  (MCL) 
- The “Maximum Allowed” (MCL) is the 

highest level of a contaminant that is al-
lowed in drinking water.  MCLs are set as 
close to the MCLGs as feasible using the 
best available treatment technology.

Maximum Contaminant
Level  Goal  (MCLG) 
- The “Goal” is the level of a contaminant 

in drinking water below which there 
is no known or expected risk to health.  
MCLG’s allow for a margin of safety.

Maximum Residual 
Disinfectant Level (MRDL) 
- The highest level of a disinfectant allowed 

in drinking water.  There is convincing 
evidence that addition of a disinfectant 
is necessary for control of microbial con-
taminants.

Maximum Residual Disinfectant 
Level 

Goal (MRDLG) 
 - The level of a drinking water disinfectant 

below which there is no known or expect-
ed risk to health.  MRDLGs do not reflect 
the benefits of the use of disinfectants to 
control microbial contaminants.

Minimum Residual Disinfectan 
Level

(MinRDL) - The minimum level of re-
sidual disinfectant required at the entry 
point to the distribution system.

picocuries per liter (pCi/L) - A mea-
sure of radioactivity.

Test Results



Note:  Level Detected is based on the Maximum Locational Running Annual Average (LRAA) which is the arithmetic 
average of analytical results for samples taken at a specific monitoring location during the previous four calendar 
quarters.  
 

 

 
 
 
 
Table Notes:

a) Based on Continuous Monitoring 
b) Maximum Quarterly Running Annual Average 
c)  Based on Monthly Averages 
d) 1 Sample Taken in 2014 
e) High Entry Point Value from Daily Tests 
f) 1 Sample Taken in 2014 
 
 

 
Lead and Copper 

Contaminant                            
(Unit of 

measurement) 

Violation     
Y/N 90th Percentile Value # of Sites above AL 

(30 Total Sites) 
Action 
Level MCLG Likely Source of Contamination 

Lead (ppb) 
2019 Data 

No 1.53 
See Note 

0 
See Note 

15.0 15.0 Corrosion of household plumbing 
systems; erosion of natural deposits; 
leaching from wood preservatives 

Copper (ppm) 
2019 Data 

No 0.17 
See Note 

0 
See Note 

1.3 1.3 Corrosion of household plumbing 
systems, erosion of natural deposits 

Note:   90th Percentile Values are based on 30 required samples.  In 2019, we collected samples at our 30 required sites. 
 

Inorganic Contaminants  
Contaminant                            

(Unit of 
measurement) 

Violation     
Y/N 

Level  
Detected Range MCL MCLG Likely Source of Contamination 

Chlorine (ppm) 
Entry Point 
 

No 2.79 
9/28/19 

1.19 - 
2.79 

Note: a 

MinRDL: 0.20 
MRDL: 4 

MRDLG 
4 

Water additive used to control 
microbes 

Chlorine (ppm) 
Distribution 
System  

No 1.52 
Note: b 

 1.05 - 
1.76 

Note: c 

MRDL 
4 
 

MRDLG 
4 
 

Water additive used to control 
microbes 

Fluoride (ppm) No 0.62 
Note: d 

0.84 
Note: e 

0.46 - 
0.84 

Note: e 

2 2 Erosion of natural deposits; water 
additive which promotes strong teeth; 
discharge from fertilizer and 
aluminum factories 

Nitrate 
(as Nitrogen) 
(ppm) 

No 0.73 
 

Note: d 10 10 Runoff from fertilizer use; leaching 
from septic tanks, sewage; erosion of 
natural deposits 

Radiological Contaminants 
Contaminant                            

(Unit of 
measurement) 

Violation     
Y/N 

Level  
Detected Range MCL MCLG Likely Source of Contamination 

Gross Alpha 
(pCi/L)  

No 4.1 Note: d 15 0 Erosion of natural deposits 

Combined Radium  
(pCi/L) 

No 1.6 Note: f 5 0 Erosion of natural deposits 

Test Results

Note: Level Detected is based on the Maximum Locational Running Annual Average (LRAA) which is the arithmetic average of 
analytical results for samples taken at a specific monitoring location during the previous four calendar quarters.

a) Based on Continuous Monitoring
b) Maximum Quarterly Running Annual Average

Table Notes: c) Based on Monthly Averages
d) 1 Sample Taken in 2014

e) High Entry Point Value from Daily Tests
f) 1 Sample Taken in 2014

Note:   90th Percentile Values are based on 30 required samples.  In 2019, we collected samples at our 30 required sites.

 

 

 

 

 

Definitions: 
 In the following table you will find many terms and abbreviations you might not be familiar with.  To help you 
better understand these terms we've provided the following definitions:  
NNoonn--DDeetteeccttss  ((NNDD))  - Laboratory analysis indicates that the contaminant is not present at a detectable level.   
NNoott  AApppplliiccaabbllee  ((NN//AA)) - Information not applicable or required. 
PPaarrttss  ppeerr  mmiilllliioonn  ((ppppmm))  oorr  mmiilllliiggrraammss  ppeerr  lliitteerr  ((mmgg//LL))  - One part per million corresponds to one minute in two years or a single penny in $10,000. 
PPaarrttss  ppeerr  bbiilllliioonn  ((ppppbb))  oorr  mmiiccrrooggrraammss  ppeerr  lliitteerr  ((µµgg//LL))  - One part per billion corresponds to one minute in 2,000 years, or a single penny in $10,000,000.  
NNeepphheelloommeettrriicc  TTuurrbbiiddiittyy  UUnniitt  ((NNTTUU))  - Nephelometric turbidity unit is a measure of the clarity of water. Turbidity in excess of 5 NTU’s is just noticeable to the 
average person. 
AAccttiioonn  LLeevveell  ((AALL)) - The concentration of a contaminant which, if exceeded, triggers treatment or other requirements which a water system must follow.   
TTrreeaattmmeenntt  TTeecchhnniiqquuee  ((TTTT))  - A treatment technique is a required process intended to reduce the level of a contaminant in drinking water. 
MMaaxxiimmuumm  CCoonnttaammiinnaanntt  LLeevveell  - The “Maximum Allowed” (MCL) is the highest level of a contaminant that is allowed in drinking water.  MCLs are set as close to 
the MCLGs as feasible using the best available treatment technology. 
MMaaxxiimmuumm  CCoonnttaammiinnaanntt  LLeevveell  GGooaall  - The “Goal” (MCLG) is the level of a contaminant in drinking water below which there is no known or expected risk to 
health.  MCLGs allow for a margin of safety. 
MMaaxxiimmuumm  RReessiidduuaall  DDiissiinnffeeccttaanntt  LLeevveell  ((MMRRDDLL)) - The highest level of a disinfectant allowed in drinking water.  There is convincing evidence that addition of a 
disinfectant is necessary for control of microbial contaminants. 
MMaaxxiimmuumm  RReessiidduuaall  DDiissiinnffeeccttaanntt  LLeevveell  GGooaall  ((MMRRDDLLGG)) - The level of a drinking water disinfectant below which there is no known or expected risk to health.  MRDLGs do 
not reflect the benefits of the use of disinfectants to control microbial contaminants. 
MMiinniimmuumm  RReessiidduuaall  DDiissiinnffeeccttaanntt  LLeevveell  ((MMiinnRRDDLL)) - The minimum level of residual disinfectant required at the entry point to the distribution system. 
ppiiccooccuurriieess  ppeerr  lliitteerr  ((ppCCii//LL))  - A measure of radioactivity. 

Note: Adequate removal of TOC may be necessary to control unwanted formation of chlorination by-products.  Naturally 
occurring organic matter present in the source water can react with the disinfectants used at the treatment plant to form 
these by-products. 

 
TEST RESULTS 

Microbiological Contaminants 
Contaminant                            

(Unit of 
measurement) 

Violation     
Y/N 

Level 
Detected Range MCL MCLG Likely Source of Contamination 

Turbidity (NTU)  No 0.23 
5/12/19 

N/A 

TT = 1 NTU  
for a single measurent 

0 

Soil runoff 

100% TT = at least 95% of 
monthly samples 

<0.30 NTU 
Total Coliform 
Bacteria 

No 0 Positive 
(0 %) 

N/A >5% Positive Samples 0 Naturally present in the environment 

Total Organic 
Carbon [TOC] 
(% Removed) 

No Range 
35.0 

to 50.0 

See Note Required Removal 
35 

N/A Naturally present in the environment 

Volatile Organic Contaminants  
Contaminant                            

(Unit of 
measurement) 

Violation     
Y/N 

Level  
Detected Range MCL MCLG Likely Source of Contamination 

TTHM [Total 
Trihalomethanes] 
(ppb)                             

No 65.1 
See Note 

44.8 -  
85.3 

80 N/A By-product of drinking water 
chlorination 

HAA5 [Total 
Haloacetic Acids] 
(ppb) 

No 43.2 
See Note 

18.0 - 
    59.7 

60 N/A By-product of drinking water 
chlorination 

Note:  Level Detected is based on the Maximum Locational Running Annual Average (LRAA) which is the arithmetic 
average of analytical results for samples taken at a specific monitoring location during the previous four calendar 
quarters.  
 

 

 
 
 
 
Table Notes:

a) Based on Continuous Monitoring 
b) Maximum Quarterly Running Annual Average 
c)  Based on Monthly Averages 
d) 1 Sample Taken in 2014 
e) High Entry Point Value from Daily Tests 
f) 1 Sample Taken in 2014 
 
 

 
Lead and Copper 

Contaminant                            
(Unit of 

measurement) 

Violation     
Y/N 90th Percentile Value # of Sites above AL 

(30 Total Sites) 
Action 
Level MCLG Likely Source of Contamination 

Lead (ppb) 
2019 Data 

No 1.53 
See Note 

0 
See Note 

15.0 15.0 Corrosion of household plumbing 
systems; erosion of natural deposits; 
leaching from wood preservatives 

Copper (ppm) 
2019 Data 

No 0.17 
See Note 

0 
See Note 

1.3 1.3 Corrosion of household plumbing 
systems, erosion of natural deposits 

Note:   90th Percentile Values are based on 30 required samples.  In 2019, we collected samples at our 30 required sites. 
 

Inorganic Contaminants  
Contaminant                            

(Unit of 
measurement) 

Violation     
Y/N 

Level  
Detected Range MCL MCLG Likely Source of Contamination 

Chlorine (ppm) 
Entry Point 
 

No 2.79 
9/28/19 

1.19 - 
2.79 

Note: a 

MinRDL: 0.20 
MRDL: 4 

MRDLG 
4 

Water additive used to control 
microbes 

Chlorine (ppm) 
Distribution 
System  

No 1.52 
Note: b 

 1.05 - 
1.76 

Note: c 

MRDL 
4 
 

MRDLG 
4 
 

Water additive used to control 
microbes 

Fluoride (ppm) No 0.62 
Note: d 

0.84 
Note: e 

0.46 - 
0.84 

Note: e 

2 2 Erosion of natural deposits; water 
additive which promotes strong teeth; 
discharge from fertilizer and 
aluminum factories 

Nitrate 
(as Nitrogen) 
(ppm) 

No 0.73 
 

Note: d 10 10 Runoff from fertilizer use; leaching 
from septic tanks, sewage; erosion of 
natural deposits 

Radiological Contaminants 
Contaminant                            

(Unit of 
measurement) 

Violation     
Y/N 

Level  
Detected Range MCL MCLG Likely Source of Contamination 

Gross Alpha 
(pCi/L)  

No 4.1 Note: d 15 0 Erosion of natural deposits 

Combined Radium  
(pCi/L) 

No 1.6 Note: f 5 0 Erosion of natural deposits 


